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Background: This study was designed to determine whether removing bacteria from the air with ultra-
violet germicidal irradiation (UV-C) at the room level would reduce infection rates.
Methods: We reviewed infection data for 12 months before and after UV-C installation in the special care
unit (SCU) of a long-term acute care hospital. All patients admitted to the SCU during the study time frame
were included. Microbiologic impactor air sampling was completed in August 2015. Shielded UV-C units
were installed in 16 patient rooms, the hallway, and the biohazard room. Air sampling was repeated 81
days later.
Results: After UV-C installation, airborne bacteria (colony forming units [CFU] per cubic meter of air) in
patient rooms were reduced an average of 42% (175 vs 102 CFU/m3). Common health care–associated in-
fections (HAIs) (Clostridium difficile [8 cases annually vs 1 case, P = .01] and catheter-associated urinary
tract infection [20 cases annually vs 9 cases, P = .012]) were reduced significantly as were overall infec-
tions, in number of cases (average 8.8 per month vs 3.5, P < .001), and infection rate (average monthly
rate 20.3 vs 8.6, P = .001), despite no reported changes to the amount or type of cleaning done, infection
control protocols, or reporting procedures. Other infections, traditionally considered contact transmis-
sible (central line–associated bloodstream infection and methicillin-resistant Staphylococcus aureus), also
declined noticeably.
Conclusions: Continuous shielded UV-C reduced airborne bacteria and may also lower the number of
HAIs, including those caused by contact pathogens. Reduced infections result in lessened morbidity and
lower costs. Health care facilities might wish to consider continuous shielded UV-C at the room level as
a possible addition to their infection prevention and control protocols.

© 2017 Association for Professionals in Infection Control and Epidemiology, Inc. Published by Elsevier
Inc. This is an open access article under the CC BY-NC-ND license (http://creativecommons.org/

licenses/by-nc-nd/4.0/).

BACKGROUND

Ultraviolet germicidal irradiation (UV-C) in various delivery
methods has been clearly demonstrated to reduce bacteria. Seminal
work published in 1877 showed that bacteria died when exposed
to sunlight.1 In 1924, Coblentz and Fulton published their work on
the germicidal effects of ultraviolet radiation.2 Sharp, in 1939, dem-
onstrated the ultraviolet dosages needed to kill a variety of bacteria.3

Through the years, investigations became more specific and the study
of delivery methods expanded to include upper-room delivery and
the development of a mobile emitter.

Kujundzuc et al used aerosolized active bacterial cells and fungal
spores to seed a test room. Results showed UV-C lamps inacti-
vated 75% of fungal spores and 97% of bacterial cells within 60
minutes.4 In a guinea pig study, Escombe et al showed using upper-
room UV-C lights prevented TB infections by 70% over the control
group with no UV-C.5

However, trials in operational hospital settings that demon-
strate the effectiveness of continuous (24/7) UV-C in clearing bacteria
from the air have been lacking, as have investigations of whether
cleaning the air could help reduce health care–associated infec-
tions (HAIs). This study was designed to see whether using
continuous shielded UV-C at the room level to lower the bioburden
in the air would have a positive effect on the rate and type of
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infections in patients in an intensive care unit of a long-term acute
care hospital (LTAC).

HAIs present a problem of sizable proportions. The Centers for
Disease Control and Prevention (CDC) reported that in 2011 (the
most recent year for available data), 721,800 HAIs were recorded.
An estimated 75,000 deaths occurred as a result of an HAI.6 The CDC
has made reduction of HAIs a priority.

To protect their patients, health care facilities are actively seeking
ways to reduce pathogens that can result in HAIs. Airborne trans-
mission of disease including influenza and tuberculosis has been
well documented.7-9

In addition to the prevalence of HAIs, health care facilities must
face the problem of antimicrobial resistance. The CDC reports that
1 in 4 catheter- and surgery-related HAIs in LTACs is caused by re-
sistant bacteria identified as an urgent or serious threat. These
pathogens include carbapenem-resistant Enterobacteriaceae,
methicillin-resistant Staphylococcus aureus (MRSA), extended-
spectrum β-lactamase–producing Enterobacteriaceae, vancomycin-
resistant enterococci (VRE), multidrug-resistant Pseudomonas, and
multidrug-resistant Acinetobacter.10

Beyond the cost in human life and health, HAIs create a huge
economic impact. Marchetti and Rossiter, in 2013, estimated the cost
of HAIs to U.S. society to be $96-$147 billion annually (in 2007
dollars).11 Zimlichman et al, in a meta-analysis, reported the average
attributable per patient costs of Clostridium difficile ranged from
$9,118-$13,574 and MRSA costs was an average of $42,300 (in 2012
dollars).12 Scott reported catheter-associated urinary tract infec-
tion (CAUTI) costs ranged from $862-$1,007 per incident.
Cumulatively, the annual range for all occurrences of CAUTI was
$0.39-$0.45 billion.13

HAIs also impact a facility’s financial situation in a very direct
way. The Deficit Reduction Act of 2005 required the listing of con-
ditions that can cause payments by the Centers for Medicare and
Medicaid Services to be reduced. Multiple HAIs are included on the
list of conditions for 2017.14,15 Reducing the number of these infec-
tions is a top priority for health care facilities, and this concern helped
drive this study.

MATERIALS AND METHODS

The study was conducted in the special care unit (SCU) of a 123-
bed LTAC in the east southcentral part of the United States. The
analysis included comparing a baseline period during which air
samples were obtained with a later period during which continu-
ous UV-C room-level air cleaning occurred.

The SCU is this facility’s intensive care unit. All patient rooms
are negative pressure with single beds, and were occupied during
the pre- and postinstallation time frames. All patients were on
ventilators with gloves and gown contact precautions used through-
out the study. Similar practices and patient acuity were reported
for the preinstallation data review. Throughout the study, no ad-
ditional cleaning or change in cleaning protocols or heating,
ventilation, and air conditioning maintenance was reported in
any room. Standard cleaning, maintenance, and infection control
procedures were followed. Rooms were cleaned daily. Floors were
mopped, trash was emptied, and bathrooms were cleaned. Termi-
nal cleaning after patient discharge included cleaning all surfaces.
Vaporized hydrogen peroxide was used, and the room was kept
closed until a new patient was admitted.

Baseline sampling occurred August 11-12, 2015, when 130
samples from the SCU were collected onto trypticase soy agar
plates (Hardy Diagnostics, Santa Maria, CA) for bacterial counts.
Five to 9 samples were taken from each location (16 patient rooms,
the hallway, and the biohazard room). The biohazard room is

used for soiled linen, patient equipment, sharps containers, food
trays, and so on. It is approximately 14 m2 in size and is under
negative pressure. Representative areas sampled included next to
the patient bed, near the linen cart, at the nightstand, and near
the window.

Samples were collected with SAS 180 samplers (BioScience In-
ternational, Rockville, MD). All samples were run at 1,000 L
(approximately 5.5 minutes), and air was collected onto 90-mm sam-
pling plates. As plates were collected, they were packaged with frozen
gel packs and shipped overnight to an independent laboratory (An-
timicrobial Test Laboratories, Round Rock, TX; now named
Microchem).

The sampler works by pulling 1,000 L of air through a 219-hole
perforated cover. The air impacts the agar plates, which are coated
with blood or other nutrients. The bacteria that impinges on the
plates start to reproduce and form colonies. These colonies are
counted (raw colony forming units [CFU]). The CFU counts are ad-
justed for the probability that >1 viable particle was pulled through
a single sampling hole and merged with other particles on the plate
to produce a single colony. This adjustment is the correction hole
factor, standard in the industry.

After baseline sampling was completed, 24 UV-C units
(VidaShield; American Green Technology, South Bend, IN) were in-
stalled. Sixteen units were installed in patient rooms (1 unit per room
installed in the ceiling over the bed). Seven units were installed in
the hallway (every other ceiling light was replaced with a UV-C unit),
and 1 was in the biohazard room.

The facility had established housekeeping protocols for occu-
pied patient rooms and also for terminal cleaning at patient
discharge, but they had no protocol for cleaning the air. Because there
was no program to validate American Society of Heating, Refriger-
ating and Air-Conditioning Engineers air exchanges and percent air
recirculation, all air in the SCU was treated, not just that in patient
rooms. Air moves freely among patient areas, doors are opened and
closed, and hallways exchange air with other areas, including air
from outside the building. UV-C units were installed in the biohaz-
ard room to reduce odors in the SCU and lessen the amount of
circulating bacteria and fungus in the air.

Each unit contains a fully shielded chamber with a UV-C bulb
housed atop a standard 2 × 4 ceiling light fixture. The shielded ul-
traviolet lamp produces 15 W of high output UV-C energy at a
wavelength of 253.7 nm. Each unit has 4 small fans that pull air
through a MERV 6 filter on the way to the irradiation chamber, and
then the treated air is pushed back into the room. The intake and
exhaust baffles are set at a 30° angle, which moves the air in a pattern
that avoids repeatedly recirculating the same air and allows for
maximum retention time to treat the air in the chamber. The UV-C
units run continuously, 24/7, whether the room downlight is on or
off. Once the units were installed, operational rooms were re-
opened for normal patient use.

On November 15 and 16, 2015, 81 and 82 days after installa-
tion of the UV-C units, respectively, air sampling was repeated. The
study was originally planned for 6 months, and this was about
midway through the study period. The study was later extended for
6 more months to collect additional data. Repeat sampling proce-
dures mirrored those in the baseline sampling period.

Infection records for the SCU during the period of September
2014-August 2015 and September 2015-August 2016 were exam-
ined. The following were tracked: resistant organisms, possible
ventilator-associated pneumonia, central line–associated blood-
stream infection, CAUTI, and C difficile. The number of patient days
with a central line and with a Foley catheter were also recorded.

Infection surveillance data were gathered according to the CDC’s
National Healthcare Safety Network surveillance definitions and
criteria.16
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RESULTS

XLSTAT software (Addinsoft, New York, NY) was used to compare
pre- and postinstallation CFU (corrected) per meter cubed mean
values from each area with a 2-tailed independent t test. The sig-
nificance level α was set at 0.05; therefore, any P value ≤.05 was
statistically significant. The mean CFU meter cubed count from
patient rooms revealed an overall significant decrease in bacterial
viable air particles by 42% (P = .035). Decreases in mean bacterial
air particles in the biohazard room (33%) and the hallway (46%) were
noted, but these values did not reach the level of statistical
significance.

Results for patient rooms are shown in Figure 1.
Table 1 includes the average result for all patient rooms, plus the

other areas included in the study.

Infection rates

The infection rate was calculated as number of infections per
1,000 patient days. Table 2 shows the number of infections as well
as the infection rate for each month of the study.

DISCUSSION

Health care costs have spiraled upward for decades. HAIs have
put patients at risk. We examined whether we could ameliorate both
problems by asking whether reducing the pathogens in the air via
continuous UV-C at the room level would result in fewer infec-
tions in patients.

There has been considerable investigation into the ability of UV-C
to disrupt airborne pathogens, but much of that work was con-
ducted in laboratories with seeded environments and selected
contaminants, and not in an operational hospital setting. For example,

Xu et al reported that ultraviolet germicidal irradiation reduced
the room average concentration of culturable airborne bacteria
between 46% and 98%, depending on the particular bacterium col-
lected and the ventilation rate of the room.17 Riley and Permutt
conducted a study wherein a model room was aerosolized with
Serratia marcescens and the effects of UV-C and ceiling fans were
investigated. They concluded that moving the air with a large-
bladed ceiling fan almost doubled the rate at which organisms were
killed.18 Tseng and Li reported on using UV-C against aerosolized
viruses (4 different bacteriophages) in a laboratory test chamber.
They concluded that airborne virus could be effectively inacti-
vated with a UV-C dose recommended by the American Conference
of Governmental Industrial Hygienists.19 Miller et al found UV-C
to be very effective at inactivating airborne bacteria in a full-scale
test room environment.20

Anderson reported that in a cluster randomized, crossover trial
at 9 U.S. hospitals, adding UV-C to standard cleaning protocols re-
sulted in a significantly lower incidence of multidrug-resistant
organisms (33.9 cases per 10,000 exposure days; relative risk, 0.70;
95% confidence interval, 0.50-0.98; P = .036).21 Although this study
was done in a live hospital setting, the UV-C delivery method was
a mobile UV-C light emitter, which cannot be used in occupied space.

Our study was to explore the efficacy of implementing shielded
UV-C at the patient room level where various pathogens are gen-
erated or brought into the patient environment by staff and visitors.
The results showed a significant reduction in overall airborne bac-
teria. The success of this intervention is further bolstered by the
reduction in overall infection rates for the 12 months of UV-C use
versus the preceding 12-month period, without UV-C. Hospital in-
fection control staff report no changes to cleaning protocols during
that time. The maintenance staff also did not report any heating,
ventilation, and air conditioning system changes during the study
period.

We observed that although the infections reduced during our
study are not those typically thought of as resulting from airborne
transmission, they represent some of the expensive and aggres-
sive HAIs. As Table 3 shows, not all HAI reduction achieved significant
P value levels, but a clear trend is evident. Although fomites were
not the focus of our study, the connections between airborne par-
ticles and resuspended particles are cogent to this work.

Roberts et al reported clear evidence of aerial dissemination of
C difficile spores.22 Kramer et al reported that most gram-positive
bacteria, including MRSA and VRE, can survive on dry surfaces for
months. Spores of C difficile can survive on surfaces for as long as
5 months.23

Fig 1. CFUs pre- and postultraviolet germicidal irradiation installation in patient rooms. CFU, colony forming units.

Table 1
Air results pre- and postinstallation

Location

Average
baseline
CFU/m3

corrected

Average
postinstallation

CFU/m3

corrected

%
Corrected

change
Difference

(%)

Patient rooms 175 102 42 ↓ 53
Biohazard

room
258 172 33 ↓ 40

Hallway 144 77 46 ↓ 61

CFU, colony forming units.
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Martinez et al considered the environment as a risk factor for
VRE, and concluded that among all other factors associated with
VRE transmission, VRE acquisition may depend on room contam-
ination, even subsequent to extensive cleaning.24

Hospodsky et al reported that direct human shedding may sig-
nificantly impact the concentration of indoor air particles, especially
in floor dust, which can then become resuspended in the air.25

Nazaroff’s keynote address at the Indoor Air 2014 meeting re-
viewed many similar studies that concluded fomites are a significant
source of bioaerosols.26

Shiomori et al demonstrated that MRSA bacteria can recircu-
late through the air,27 and that MRSA that has settled from the air
onto surfaces can become airborne again when, for example, bed-
sheets are agitated by patient movement or bed making.28

Studies such as these help explain the sharp reduction in infec-
tions generally thought to be the result of person-to-person contact.
Pathogens can persist for many months on surfaces, and have the
potential to become airborne when disturbed. Our study suggests
that cleaning the air may have a positive impact on contamina-
tion, which in turn can lead to lowered rates of infection.

Once the initial installation of the UV-C units is complete, only
annual maintenance is required, which is changing the UV-C bulb
and filter. As an engineering control, the cleaning effect of the unit
is not dependent on any staff procedure or initiation.

Study limitations include the unpredictable conditions in a live
setting. It is possible that staff became extremely vigilant about hand
hygiene, for example, or made other behavioral changes to lessen
the infection rate; however, none were reported by staff. Also, during
September and October 2015, it was discovered that not all UV-C
units were on dedicated circuits for the UV-C. In such cases, the UV-C

cleaning would stop when the overhead light was switched off. This
was corrected in October 2015.

CONCLUSIONS

Although this study does not claim that the UV-C devices were
directly and solely responsible for this dramatic reduction in in-
fections, the decrease in airborne bacteria after installation is
significant and a possible connection is postulated. Patient mor-
bidity and financial costs and penalties may be lessened or avoided.
More studies are needed to corroborate this finding.

Acknowledgments

We thank FIRO, LLC, Corpus Christi, Texas, for providing statis-
tical assistance. We also thank Diane Laux Communications, Chicago,
Illinois, for providing manuscript preparation assistance.

References

1. Downes AD, Blunt TP. Researches on the effect of light upon bacteria and other
organisms. Proc R Soc Lond 1877;26:488-500.

2. Coblentz WW, Fulton HR. A radiometric investigation of the germicidal action
of ultra-violet radiation. Bur Stds Sc Papers 1924;19:641-80.

3. Sharp DG. The lethal action of short ultraviolet rays on several common
pathogenic bacteria. J Bacteriol 1939;37:447-59.

4. Kujundzuc E, Matalkah F, Hernandez M, Miller SL. UV air cleaners and upper-
room ultraviolet germicidal irradiation for controlling airborne bacteria and
fungal spores. J Occup Environ Hyg 2006;3:536-46.

5. Escombe AR, Moore DA, Gilman RH, Navincopa M, Ticona E, Mitchell B, et al.
Upper-room ultraviolet light and negative air ionization to prevent tuberculosis
transmission. PLoS Med 2009;6:e43.

6. Centers for Disease Control and Prevention. HAI Data and Statistics. Available
from: http://www.cdc.gov/HAI/surveillance/index.html. Accessed May 12, 2017.

7. Li Y, Leung GM, Tang JW, Yang X, Chao CY, Lin JZ, et al. Role of ventilation in
airborne transmission of infectious agents in the built environment—a
multidisciplinary systematic review. Indoor Air 2007;17:2-18.

8. Eames I, Tang JW, Li Y, Wilson P. Airborne transmission of disease in hospitals.
J R Soc Interface 2009;6(Suppl):S697-702.

9. King MF, Noakes CJ, Sleigh PA, Camargo-Valero MA. Bioaerosol deposition in
single and two-bed hospital rooms: a numerical and experimental study. Build
Environ 2013;59:436-47.

10. Centers for Disease Control and Prevention. CDC vital signs, March 3, 2016.
Available from: http://www.cdc.gov/vitalsigns/protect-patients/index.html.
Accessed March 25, 2016.

11. Marchetti A, Rossiter R. Economic burden of healthcare-associated infection in
US acute care hospitals—societal perspective. J Med Econ 2013;16:1399-404.

12. Zimlichman E, Henderson D, Tamir O, Franz C, Song P, Yamin C, et al. Health
care-associated infections a meta-analysis of costs and financial impact on the
US health care system. JAMA Intern Med 2013;173:2039-46.

13. Scott RD. The direct medical costs of healthcare-associated infections in U.S.
hospitals and the benefits of prevention. Centers for Disease Control and

Table 2
Total infections and infection rate pre- and postinstallation of UV-C units

Pre–UV-C installation Post–UV-C installation

Date No. of infections Rate Date No. of infections Rate

September 2014 5 11.26 September 2015 5 11.66
October 2014 8 18.78 October 2015 8 21.8
November 2014 10 22.99 November 2015 3 7.35
December 2014 15 41.32 December 2015 2 4.23
January 2015 14 29 January 2016 0 0
February 2015 7 16.39 February 2016 1 2.4
March 2015 10 20.79 March 2016 2 4.8
April 2015 5 11.29 April 2016 6 14.22
May 2015 6 13.48 May 2016 5 12.5
June 2015 9 19.82 June 2016 2 6.06
July 2015 7 16.47 July 2016 6 13.16
August 2015 10 22.57 August 2016 2 6.17
Total 106 42
Average 8.833333 20.34667 3.5 8.695833

NOTE. The number of INFECTIONS have a P value of 0.00 and the infection RATE (per 1000 patient days) is 0.001. Student t test, 2-tailed P value infection rate .001.
UV-C, ultraviolet germicidal irradiation.

Table 3
Specific organisms and infections pre- and postinstallation

Organism-infection
Preinstallation

(cases)
Postinstallation

(cases)

Student
t test, 2-tailed

P value

Clostridium difficile 8 1 .01
CAUTI 20 9 .012
MRSA 13 6 .107
CLABSI 16 9 .226
VRE 7 6 .764

CAUTI, catheter-associated urinary tract infection; CLABSI, central line–associated
bloodstream infection; MRSA, methicillin-resistant Staphylococcus aureus; VRE,
vancomycin-resistant enterococci.

ARTICLE IN PRESS

4 T. Ethington et al. / American Journal of Infection Control ■■ (2017) ■■-■■

http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0010
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0010
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0015
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0015
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0020
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0020
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0025
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0025
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0025
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0030
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0030
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0030
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0035
http://www.cdc.gov/HAI/surveillance/index.html
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0040
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0040
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0040
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0045
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0045
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0050
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0050
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0050
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0055
http://www.cdc.gov/vitalsigns/protect-patients/index.html
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0060
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0060
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0065
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0065
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0065
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0070
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0070


Prevention. 2009. Available from: https://stacks.cdc.gov/view/cdc/11550/.
Accessed March 23, 2016.

14. Centers for Medicare and Medicaid Services. Statute Regulations Program
Instructions. Available from: https://www.cms.gov/Medicare/Medicare
-Fee-for-Service-Payment/HospitalAcqCond/Statute_Regulations_Program
_Instructions.html. Accessed March 1, 2017.

15. Centers for Medicare and Medicaid Services. FY2017 Deficit
Reduction Act Hospital Acquired Condition (DRA HAC) Update Summary,
Available from: https://www.cms.gov/Medicare/Medicare-Fee-for-Service
-Payment/HospitalAcqCond/Downloads/FY2017-DRA-HAC-UPDATE
-SUMMARY.pdf. Accessed March 23, 2017.

16. Centers for Disease Control and Prevention. CDC/NHSN surveillance definitions
for specific types of infections. Available from: https://www.cdc.gov/nhsn/pdfs/
pscmanual/17pscnosinfdef_current.pdf. Accessed March 1, 2017.

17. Xu P, Peccia J, Fabian P, Martyny JW, Fennelly KP, Hernandez M, et al. Efficacy
of ultraviolet germicidal irradiation of upper-room air in inactivating airborne
bacterial spores and mycobacteria in full-scale studies. Atmos Environ
2003;37:405-19.

18. Riley RL, Permutt S. Room air disinfection by ultraviolet irradiation of upper air.
Arch Environ Health 2013;22:208-19.

19. Tseng C-C, Li C-S. Inactivation of virus-containing aerosols by ultraviolet
germicidal irradiation. Aerosol Sci Technol 2005;39:1136-42.

20. Miller SL, Hernandez M, Fennelly K, Martyny J, Macher J. Efficacy of ultraviolet
irradiation in controlling the spread of tuberculosis. Washington (DC): Centers

for Disease Control and Prevention and National Institute for Occupational Safety
and Health. 2002.

21. Anderson DJ. Enhanced terminal room disinfection and acquisition and infection
caused by multidrug-resistant organisms and Clostridium difficile (the benefits
of enhanced terminal room disinfection study): a cluster-randomized, multicenter
crossover study. Lancet 2017;389:805-14.

22. Roberts K, Smith CF, Snelling AM, Kerr KG, Banfield KR, Sleigh PA, et al. Aerial
dissemination of Clostridium difficile spores. BMC Infect Dis 2008;8:7.

23. Kramer A, Schwebke I, Kampf G. How long do nosocomial pathogens persist on
inanimate surfaces? A systematic review. BMC Infect Dis 2006;6:130.

24. Martinez JA, Ruthazer R, Hansjosten K, Barefoot L, Snydman DR. Role of
environmental contamination as a risk factor for acquisition of vancomycin-
resistant enterococci in patients treated in a medical intensive care unit. Arch
Intern Med 2003;163:1905-12.

25. Hospodsky D, Qian J, Nazaroff WW, Yamamoto N, Bibby K, Rismani-Yazdi H, et al.
Human occupancy as a source of indoor airborne bacteria. PLoS ONE
2012;7:e34867.

26. Nazaroff WW. Indoor bioaerosol dynamics. Indoor Air 2016;26:61-78.
27. Shiomori T, Miyamoto H, Makishima K. Significance of airborne transmission

of methicillin-resistant staphylococcus aureus in an otolaryngology-head
and neck surgery unit. Arch Otolaryngol Head Neck Surg 2001;127:644-8.

28. Shiomori T, Miyamoto H, Makishima L, Yoshida M, Fujiyoshi T, Udaka T, et al.
Evaluation of bedmaking-related airborne and surface methicillin-resistant
Staphylococcus aureus contamination. J Hosp Infect 2002;50:30-5.

ARTICLE IN PRESS

5T. Ethington et al. / American Journal of Infection Control ■■ (2017) ■■-■■

https://stacks.cdc.gov/view/cdc/11550/
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0075
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Statute_Regulations_Program_Instructions.html
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Statute_Regulations_Program_Instructions.html
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Statute_Regulations_Program_Instructions.html
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0080
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0080
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Downloads/FY2017-DRA-HAC-UPDATE-SUMMARY.pdf
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Downloads/FY2017-DRA-HAC-UPDATE-SUMMARY.pdf
https://www.cms.gov/Medicare/Medicare-Fee-for-Service-Payment/HospitalAcqCond/Downloads/FY2017-DRA-HAC-UPDATE-SUMMARY.pdf
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0085
https://www.cdc.gov/nhsn/pdfs/pscmanual/17pscnosinfdef_current.pdf
https://www.cdc.gov/nhsn/pdfs/pscmanual/17pscnosinfdef_current.pdf
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0090
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0090
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0090
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0090
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0095
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0095
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0100
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0100
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0105
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0105
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0105
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0105
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0110
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0110
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0110
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0110
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0115
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0115
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0120
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0120
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0125
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0125
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0125
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0125
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0130
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0130
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0130
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0135
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0140
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0140
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0140
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0145
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0145
http://refhub.elsevier.com/S0196-6553(17)31253-1/sr0145

	 Cleaning the air with ultraviolet germicidal irradiation lessened contact infections in a long-term acute care hospital
	 Background
	 Materials and methods
	 Results
	 Infection rates

	 Discussion
	 Conclusions
	 Acknowledgments
	 References


